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Low-Cost Networking for Dynamic Window Systems
E.S. Lee*, D.L. DiBartolomeo, F.M. Rubinstein, S.E. Selkowitz

Building Technologies Program, Environmental Energy Technologies Division, Lawrence Berkeley NationalLaboratory, Mailstop 90-3111, 1 Cyclotron Road, Berkeley, CA 94720, USA

Abstract
A low-cost building communications network is needed that would allow individual window and lightingloads to be controlled from an existing enterprise LAN network. This building communications networkconcept, which we term IBECS™ (Integrated Building Environmental Communications System), would enableboth occupant-based and building-wide control of individual window, lighting, and sensor devices. IBECS canreduce the cost of systemic control because it allows a drastic cost reduction in per point networking costs.  Thiskind of effort is needed to encourage the control industry to make the commitment to build this technology andto demonstrate to prospective customers that this breakthrough approach to more comprehensive systemiccontrol will provide them with high-quality, convenient control while saving them money.The development and demonstration of network interfaces to DC- and AC-motorized shades and to anelectrochromic window are described.  The network interfaces enable one to control and monitor the conditionof these fenestration appliances from a variety of sources, including a user’s personal computer.  By creating afunctional specification for an IBECS network interface and testing a prototype, the ability to construct such aninterface was demonstrated and the cost-effective price per point better understood.  The network interfaceswere demonstrated to be reliable in a full-scale test of three DC-motorized Venetian blinds in an open-planoffice over two years and in limited bench-scale tests of an electrochromic window.

Keywords:  Building energy-efficiency, electrochromic windows, motorized roller shades, motorized Venetianblinds, controls, networking.

1.  Introduction
Over the last twenty-five years, the US Depart-ment of Energy (DOE) in partnership with thewindow industry has revolutionized the windowproducts available to consumers and specifiers. Low-E coated glass, unknown in the 1970s, is now used inover 40% of all residential windows sold in the US.Spectrally selective glazings are beginning to pen-etrate the commercial sector as well.  Despite theimpressive savings, windows still make a largecontribution to the US annual building energyconsumption of $265B in 2000 [1].  Further penetra-tion of existing technologies will increase energy

savings but will begin to have diminishing returns.  In2002, DOE worked with members of the windowindustry to create a roadmap that defined the technolo-gies and tools that will be needed to create and sell thenext generation of windows in the 21st century [2].Window industry executives identified a new genera-tion of dynamic, responsive “Smart Windows” as thenumber one top priority.  The emerging concept of thewindow will be more as a multi-functional “appli-ance-in-the-wall” rather than simply a static piece ofcoated glass.  These façade systems include smartwindows and shading systems such as motorizedshades, switchable electrochromic or gasochromicwindow coatings, and double-envelope window-wallsystems that have variable optical and thermalproperties that can be changed in response to climate,* Corresponding author.  E-mail: ESLee@lbl.gov
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occupant preferences and building system require-ments.  By actively managing lighting and cooling,“smart windows” could reduce peak electric loads by20-30% in many commercial buildings and increasedaylighting benefits throughout the US, as well asimprove comfort and potentially enhance productivityin our homes and offices. These technologies canprovide maximum flexibility in aggressively manag-ing demand and energy use in buildings in theemerging deregulated utility environment and canmove the building community towards a goal ofproducing advanced buildings with minimal impact onthe nation’s energy resources. Customer choice andoptions will be further enhanced if they have theflexibility to dynamically control envelope-drivencooling loads and lighting loads.There are significant R&D programs world-widethat are working toward technological solutions fordynamic window-lighting systems.  The InternationalEnergy Agency Task 31: “Daylighting Buildings inthe 21st Century” is investigating user acceptance ofautomated shading and daylighting systems [3]through a series of full-scale field and laboratorystudies.  Fuzzy logic and neural network controlalgorithms have been applied and demonstrated withan automated Venetian blind using European Installa-tion Bus (EIB) Association Standards (http://www.konnex-knx.com/) at the Swiss institute, LESO-EPFL [4].  Philips Lighting BV and the NetherlandsOrganization for Applied Scientific Research (TNO-TUE) are conducting a user acceptance study ofelectrochromic windows as part of a larger EU studyon chromogenic facades [5].There has also been increased interest in motor-ized shading systems due to the recent architecturaltrend towards all-glass facades.  These highly trans-parent facades typically specify floor-to-ceiling clearor low-iron clear glass to achieve a dematerializationof the façade.  Motorized exterior or interior shadingsystems are frequently used to control the direct sunand glare that occurs with these designs.  In high-profile buildings such as the debis Headquartersbuilding in Berlin, the Environmental Building inGarston, UK, and RWE AG Headquarters in Essen,Germany, motorized louvers or blinds have beeninstalled between a double-layer glazed wall to workas part of a heat extraction system [6].  Automatedshade systems have also been installed in the GregoryBateson Building in Sacramento, California, thePacific Bell Center in San Ramon, California, and theSan Francisco Main Public Library over the pastseveral decades.In the US, manufacturers have implementedstand-alone building-wide control of motorized shades

using a variety of control solutions including propri-etary RS232 and RS485 systems, and open protocolsystems such as Echelon LonWorks.  Most commer-cial motorized shading systems are not integrated withother building systems, although Lutron ElectronicsInc. and Vimco, a subsidiary of Lutron, have devel-oped a low voltage and radio frequency whole-homecontrol system that includes both lighting and motor-ized roller shades.  Somfy Systems Inc. offers anumber of integrated control products developed forstandard bus solutions: SCHNEIDER GroupBatiBUS, EIB, and Echelon LonWorks.  Othermanufacturers, such as MechoShade Systems, canintegrate proprietary individual control solutions withlarger Energy Management System (EMS) productsvia gateways.  Shades are most commonly groupcontrolled via a series of relays; the more devices thatcan be put on a relay, the lower the capital cost forsuch a solution.  Each group can be assigned aglobally unique address and be controlled via thenetwork through a user control interface or the central,master control system.To attain the goal of complete flexibility inlayout, reconfiguration, and operations, individualcontrol and networking of interoperable devices (i.e.,each motor, ballast, sensor, or window) is preferred.Integration of shading systems with the lightingsystem and even the infrastructure of the EMS, whichis already in many buildings for the purpose ofcontrolling the HVAC system, is desirable to realizethe full energy-savings potential identified above.Commissioning, maintenance, and diagnostics arealso facilitated by networking individual devices andsensors and by placing the control and diagnosticsoftware customarily found on dedicated circuitsupstream of the device.  The downside of individualdevice networking is cost. Interoperable buildingequipment systems using the networking controlsolutions noted above (e.g., LonWorks) results in highcosts per individual control point ($15-30/ controlpoint) which, for lighting and window systems,competes with the total cost of the device itself.  If theprice per point can be reduced, then the challenge ofdoing systemic control can be accomplished.A low-cost building communications network isneeded that would allow individual window andlighting loads to be controlled from an existingenterprise LAN network. LBNL is developing abuilding communications network concept, which weterm IBECS™ (Integrated Building EnvironmentalCommunications System), that would enable bothoccupant-based and building-wide control of indi-vidual window, lighting, and sensor devices.  IBECScan reduce the cost of systemic control because it
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allows a drastic cost reduction in per point networkingcosts and for some devices eliminates separatecontrollers per control zone.This research was conducted as part of the HighPerformance Commercial Building Systems programunder the California Energy Commission’s buildings-related energy efficiency research, development anddemonstration (RD&D) “programmatic” effort of thePublic Interest Energy Research (PIER) Program [7].The overall task for Element 3: Lighting, Envelope,and Daylighting of this program was to developnetwork interfaces that would enable one to controland monitor the condition of an overhead fluorescentlight or fenestration appliance from a variety ofsources, including a user’s personal computer.  Bycreating a functional specification for an IBECSnetwork interface and testing a prototype, the abilityto construct such an interface would be demonstratedand the cost-effective price per point better under-stood.  This kind of effort is needed to encourage thecontrol industry to make the commitment to build thistechnology and to demonstrate to prospective custom-ers that this breakthrough approach to more compre-hensive systemic control will provide them with high-quality, convenient control while saving them money.In this paper, we describe our efforts to design,build and test cost-effective IBECS network interfaces

to motorized shading and switchable window systems.Note that our development work focused on the directinterface to the shading or window device, or thedirect point of use to the shade or window.  This low-level interface can be married to any combination ofupper-level hardware and software solutions.  Thebasic design of the IBECS concept is explained.  Adetailed description of a network interface to a DCmotorized shade is given.  A brief description of anetwork interface designed for an AC motorized shadeand an electrochromic window is also given.  Adiscussion of the network interface designs outlinespotential use in typical commercial office buildingsand looks at the costs associated with such a system.

2.  Background
Figure 1 illustrates a more comprehensive view ofthe entire IBECS concept as applied to the operationof electric lighting and operable window systems.  Inthe diagram, it is assumed that IBECS will be installedin a building that already has an in-place TCP/IPnetwork for integrating the enterprise’s computernetwork. In this concept, the MicroLAN bridge is anintelligent device that couples the existing Ethernet
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Fig. 1.  Diagram of Integrated Building Environmental Communications System (IBECS).
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network to the new MicroLAN – a simple, low-costfield bus that networks together various devices andsensors for that building zone.  The MicroLAN bridge,which can serve up to 200 network interface devices,must contain considerable computational horsepowersince it needs to reliably coordinate communicationsbetween many networked devices and must also becapable of serving as a robust bridge to Ethernet.However, the network interface requires little embed-ded intelligence merely to operate a device andprovide signal acknowledgment. This means that thenetwork interfaces can be produced using inexpensivemicrochips.  In IBECS, we are using the microchipsfrom Dallas Semiconductor/ Maxim.  A more detailedexplanation of this concept can be found in [8].This research also builds on prior work where aDC-motorized Venetian blind and lighting system wasdesigned, built, and integrated with a dimmablefluorescent lighting system [9].  In this study, controlwas accomplished by a standard 0-10 V analog signal.The system was refined, tested, and monitored overseveral years in two full-scale unoccupied offices.Energy performance and user acceptance and satisfac-tion were evaluated for a non-retractable Venetianblind.  A second series of studies was also conductedon an automated retractable and tilting AC-motorizedVenetian blind but these results were not published.The existing controller relied on digital control andactuated using an analog voltage.  In order to interfacewith the IBECS system, this controller was rede-signed.

Fig. 2. Photograph of DC (top) and AC motor (bottom) in head rail of motorized Venetian blinds.

3.  Motorized Shade Network Interface
There are many types of shading systems: interioror exterior shades, horizontal or vertical shades, rollershades, Venetian blinds (typically 1.27-7.62 cm, 0.5-3.0 in wide), louvers (~0.07-1 m, ~3-36 in wide),blind or louver systems with string ladders, tapeladders, or metal ladders for tilt angle adjustment andraise and lower function.  While many types of shadescan reduce solar heat gains and result in increasedenergy-efficiency compared to an unshaded window,we focused on developing a network interface to acommon interior horizontal Venetian blind with stringladders and assumed that the shades could be polledand potentially activated as frequently as every 1-5min.A satisfactory solution for controlling this type ofshade should have the following capabilities:

• tilt the slats or louvers rapidly and smoothly to aspecified angle over the full tilt angle range,
• raise and lower the shade rapidly and smoothly toa specified height above the floor, and
• achieve movement with minimal noise.Two types of motors are used predominantly incommercially-available shading systems: AC and DCtubular motors (Fig. 2).  The motors are typicallymounted in the head rail of the shade and sold as aunit (bottom-up retraction of Venetian blinds is alsofeatured by some product lines, which is useful fordaylighting applications).  A 110 V or 277 V ACmotor is typically used in applications where raisingand lowering of a large heavy shade (11-140+ kg (25-300+ lb)) is required.  Tilting requires much lesspower than raising a blind, but the latter function
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determines the size of the motor needed for installa-tion in the blind header.  For the application we wereconsidering, AC motors proved to be less desireablethan low-voltage DC motors because:
• moderating the power and speed of the AC motoris difficult for both tilt and lift functions and thespeed control circuitry is expensive and notreadily available;
• the AC motor is mechanically larger and requiresa larger (5x5 cm, 2x2 in) header; and
• the lethal voltage of the AC motor increaseswiring expense,
• the noise level is typically greater than DCmotors.At full power, both the AC and DC motor systemscan rapidly perform tilting at a rate that can disturboccupants: e.g., full ~180˚ change in tilt within 1-2 s.This may be satisfactory for occasional daily adjust-ments, but this would not be acceptable for automatedcontrol where blinds may be activated several timesper hour and fine adjustments to the tilt angle arerequired.  Rapid motion also makes it difficult toaccurately determine slat angle during closed loopoperation.  When changing the slat tilt, the speed mustbe adjusted for a slow rate of change to avoid visuallydistracting the occupant and to avoid jerky move-ments.  For a DC motor, this can be done by halvingthe applied voltage and pulsing it at a low frequencywith a variable duty cycle.  Full speed operation,required when raising and lowering the blind, can beperformed by applying the rated 24 V.  Decreasing thespeed of operation for an AC motor with very inex-pensive controls requires pulsing the full 120 Vpower.  This significantly increases motor noise.Gearing down an AC motor to achieve small tiltmovements is also not feasible, since the gears do nothave enough resolution.A detailed study was performed on DC motorssince they best met the requirements for tilting theblind.  The designs for a network interface to an ACmotorized shade and electrochromic window arepresented following the discussion of the DC motorinterface.
3.1.  Network interface to a DC motorized Venetianblind

The minimum requirements for automated blindoperation through the IBECS network were:
• activate the motor at full power for raising andlowering operation;
• determine when this operation is completed;
• activate the motor at a reduced power level whentilting the slats; and

• measure the slat tilt angle for closed-loop controlof the tilt function.These requirements were met by building andassembling a number of components as describedbelow.
3.1.1.  Blind Motor Control CircuitryTo assure proper operation of the blind inreaching the desired position without hesitation,hunting or overshoot, blind motor control circuitrywas designed to operate in a local, closed-loop modeindependent of the 1-Wire network.  Doing so enabledus to precisely control the timing of how quickly andsmoothly the Venetian blind slats were tilted.  Analgorithm could be designed around a global, centralcontrol system. This would reduce the complexity ofthe interface control at the blind and reduce costs.Power level and motor direction could be set centrallyas well as activation. During tilting, the slat anglecould be measured over the network and the motorstopped at the desired tilt.This approach was not developed because of theinherent nature of the broad, low cost IBECS network.It is a relatively low speed communication conduit(about 9600 baud in “standard mode”) with thelikelihood of having dozens of devices listening andtalking on this simple “1-Wire” channel. The responsetime of the network may not be satisfactory for real-time control.  For example, to operate a switch withIBECS one must consider the time it takes to open orrelease a switch.  For closed-loop control functionsthat are critically time-sensitive (on the order ofmilliseconds), control must be implemented indepen-dent and downstream of the network.  The IBECSnetwork is best used to send a command for a deviceto change its state or transmit data back for monitor-ing purposes.  The details of how a complex devicelike a Venetian blind is to change to this new state isbest done at the local level.
3.1.2.  IBECS Network InterfaceThe IBECS network interface was accomplishedwith two Dallas Semiconductor/ Maxim integratedcircuits (IC)1: DS2890, a virtual potentiometer IC, andDS2450, a 4 channel voltage measuring IC (Fig. 3).The former delivers a command from the IBECSnetwork to the blind control circuitry in the form of acontrol voltage. The latter’s voltage measurementsmonitor the blind’s:
• tilt angle through a low-g accelerometer chipmounted on one of the blind slats,
• tilt motion status by a digital high/low signalfrom the voltage window comparator, and
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• motor operation by measuring the current flowingthrough the motor.A tilt sensor was constructed around the acceler-ometer IC, ADXL05, from Analog Devices Inc.2  Itwas soldered onto an approximately 1.5 cm squarecircuit board with a few auxiliary components. Thisboard was mounted on the blind’s top slat, to mini-mize cable length changes when the blinds are raisedand lowered. When powered by a 5 V supply, theoutput signal was 2.5 V when horizontal, varying by
±0.5 V when tilted ~±90˚ from the horizontal.In applying the DS2890, we found it necessary toturn on the digital potentiometer’s charge pump.  Thecharge pump requires an external power source(typically 12 V DC) which is connected to one pin onthe digital pot.  Applying external power slightlyincreases the complexity of the network wiring sincean additional conductor must be added to the networkcable.Power control of the blind motor was through asolid-state MOSFET AC relay, PVG612.3 Using asolid state relay allowed the function of switching theblind motor on and off to be combined with pulsingthe power to modulate the rate of blind motion.The voltage control signal from the virtualpotentiometer was compared to the actual tilt sensorsignal by a window comparator, LTC1042. The

Fig. 3. Block circuit diagram of the network interface and multiplexing circuit for a DC-motorized Venetian blind.
comparator also has a deadband input adjustment toprevent excess hunting. When the tilt signal wasoutside the acceptable window, pulsed DC 12 Vpower is applied to the motor by an ubiquitous 555 ICoscillator circuit. A second window comparator isutilized to determine when the control signal isoutside the tilt signal limits. When outside the limits,the control signal was interpreted as a command toraise or lower the blinds. This second comparatorswitched the power to 24 V DC and defeated theoscillator so that uninterrupted power was delivered tothe blind motor. Note that for raise and lower func-tions, the particular blind motor we used incorporatesautomatic limit stopping to prevent motor burnoutwhen the Venetian blind has been fully retracted orextended. The status of the raising and loweringoperations is determined by monitoring the currentflowing through the motor (i.e., when motion iscomplete).Partial extension of the blind is more difficult toaccomplish automatically and was not implemented inthe scope of this project.  This would involve either atiming function on the motor (commissioned for aparticular window) or a sensor to determine thevertical position of the Venetian blind.  DC motorspeed is affected by the distance of the line to thepower source transformer.  Therefore, DC motors
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move at different rates.  DC motors can also use“encoders” to get the correct alignment of the shades.The current implementation requires that the usermanually set the vertical height of the blind; that is,lining up the bottom rail of side-by-side blinds.
3.1.3.  ExpansionThe blind motor control system, while able tooperate independent of the IBECS network after acommand is received, is relatively complex. Since amotorized blind is inherently a stable device whenunpowered, multiplexing the blind motor controlcircuitry to operate a series of blinds through digitaladdressing over the 1-Wire network is an economicalapproach to control.  One motor control circuit couldbe used to operate numerous blinds in a section of abuilding without compromising individual blindcontrol (Fig. 4 and 5). While this required that blindsbe adjusted sequentially (if the user wanted to activatea group of blinds simultaneously), this was not judgeda serious limitation because:
• Simultaneous operation of a number of blindsincreases the likelihood of disturbing occupants.
• Simultaneous operation requires a power supplybe sized for the worse case of simultaneousoperation. This could result in needing a 10 ampor more 24 V DC supply for a dozen blinds, not atrivial expense or an energy-efficient solution.
• Tilt speed can be adjusted so as to not requireexcessive time when a series of blinds are movedin sequence.

• While raising and lowering a blind does take asignificant time, this operation is not performedoften.To demonstrate the concept of multiplexing, thecircuit in Fig. 3 was designed.  IBECS networkinterface was through a DS2407 IC, a two bit digital I/O chip that we utilized as output only. We used these 2bits to address an analog multiplexer (MUX08) thatswitched which tilt sensor was read and a digitalmultiplexer, 74LS138 which determined which powerrelay was closed for motor activation.Each IC (and therefore blind motor) has a uniquenetworking address that is automatically commis-sioned via the 1-Wire network. The circuit interfacesto the network with a 1-Wire screw-on connection.
3.1.4.  BlindsTo demonstrate the control system, three white,aluminum slat, Venetian blinds were mounted onwest-facing windows in an open plan office inBuilding 90-3111 at the Lawrence Berkeley NationalLaboratory (Fig. 6). Each blind was 120 cm wide by183 cm high with 2.54 cm wide slats (47x72x1 in).Motorization was done with Somfy 24 V DC tubularmotors, Model LV25.4  This compact motor fit in the2.54 cm by 2.54 cm (1x1 in)  headrail. The Somfymechanism performs both tilt and lift functions with asingle motor controlled only by its pair of powerleads.  These mechanisms have integral limits forraising and lowering the blinds but do not supplyfeedback as to the status of the motor or the tilt angle

Fig. 4.  Wiring diagram for multiplexed Venetian blinds (up to 8 or 16 blinds)
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of the slats.In earlier work, a cheaper motor was used todemonstrate the concept of automation.  Controllerswere designed to step the motor to achiever quieter,smoother tilt angle motion.  The Somfy motor drive ismore expensive than other competing motors, but itmakes less noise when actuated quickly.  By slowingthe rate of the Somfy motor, motor noise was in-creased slightly but the noise level still remainedwithin the ambient level of a typical office environ-ment.
3.1.5.  User InterfaceThe three blinds were connected to a multiplexedcontrol system with a network interface so they couldbe individually controlled.  A low-voltage CAT-5cable wire was used to connect all network interfaces,forming the IBECS microLAN.  This microLAN wasterminated with a RS232 microLAN bridge near theoccupant’s personal computer so that the occupantcould control the Venetian blinds.The IBECS network requires an interface or“bridge” to communicate through the commoncommunication ports available on computers. Forcontrol through a single PC, simple bridges (alsoknown as port adapters) are available that enablebidirectional data flow between a PC’s serial port andthe IBECS network. An HA-3 adapter from Point-Six,Inc. (http:///www.pointsix.com) was used to connectto a PC running Windows2000. DDE server software(also from Point Six) was developed to enableapplications running under Windows to communicatewith their adapter. (Note: the HA3 port adaptor has

Fig. 5.  Photograph of network interface and multiplexing circuit (left) and DC power supply (right).

been superceded by subsequent port adaptor designs.The Maxim DS9097E port adaptor, for example, isequivalent to the earlier HA3 port adaptor.)User control of the blinds was through a virtualinstrument panel developed with National InstrumentsLabView 5.1 (Fig. 6), which communicated with theDDE server software.  The user interface allowed foreach desired motion command (tilt or raise/lower) tomove one or all the blinds sequentially.While the blind control circuitry independentlyoperated the blinds, feedback to the user on the statusof the blinds is also required. The control system wasdesigned to return data on the slat tilt angle andwhether the blinds are currently in motion. Thisinformation was transmitted over the 1-Wire network,received by the PC, and displayed on the user controlpanel.  A quad A/D convertor chip, DS2450, also fromDallas Semiconductor/ Maxim, transmitted this dataover the 1-Wire network.  This integrated circuitproved to perform without deviation from its pub-lished specifications.
3.1.6.  OperationThe objective of the demonstration was to checkreal-time operations and to identify problems thattypically arise in the field (installation, wiring,electrical noise interference issues, etc.).  Testing wasinitiated to check operations.  There were severalinconsistent glitches in operations that needed fine-tuning.  Two out of three Venetian blinds operatedimproperly due to the drag placed on the stringladders by the head rail that houses the motor.  Weworked with Somfy to work around this design flaw.
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Fig. 6.  Left: Photograph of the installed Venetian blind system at LBNL.  The right-hand blind is shown partially retractedwith the blades at 0˚ (horizontal). The center blind is fully extended but the blade angle is tilted 20˚ from horizontal.  Right:Screen capture of the LabView “virtual instrument” control panel used to control the operation of the IBECS-controlledVenetian blinds.
The blinds were reinstalled and were then operated forover a year without glitches.  Comments weresolicited from users to improve the overall design ofthe interface and operations.The IBECS network proved to reliably communi-cate with the blind control system. Control commandswere implemented instantly.  Adjustment of the pulsedpower duty cycle allowed for a slow rate of tilt changethat swept through the full range of tilt angle in asmuch as 30-45 s. This was judged to not disturboccupants in the vicinity of the blinds and proved tobe quiet enough to blend in with the environmentalnoise level commonly found in an office setting.
3.2.  Network interface to an AC motorized shade

Most AC tubular motor designs are appropriatefor gross adjustments of a shade such as the raisingand lowering of a roller shade to various pre-definedheights.  The AC motor control with an IBECSinterface would be similar to that designed and testedwith a DC motor with the following modification.Speed control is not possible with the current type ofAC motor so the complexity of multiple supplyvoltages (12V/24V) and pulsed power used in the DC

system would be eliminated.To use AC motors to lift and tilt Venetian blinds,the only economical, practical way to get a satisfac-tory rate of tilt change is to pulse the AC motor for afraction of a second, long enough to result in a tiltchange of 2-4°.  To accomplish this, a solid state zerocrossing AC power relay would be necessary. Whilemore expensive than an electromechanical relay, itwould be required for well controlled short powerpulses. Closed-loop control could then read the tiltsensor and determine if additional tilting was neces-sary.  Previous work with computer control of an ACpowered blind used similar local power controlcircuitry. Experience with this blind system demon-strated that pulsed motion was noisy, augmented bythe freeplay in the motor’s geartrain. The resultant slatmovement was undesirably jerky. For these reasons,this design was not built and tested.Note that no changes would have been required inthe AC motor IBECS interface from that used in theDC blind motor design. Modification is only neededin the power modulating, local control circuitry.  If nodetailed control of the AC motor is required (i.e., notilting, only lift function required), there is no need formultiplexing the shades.  Each AC motor could
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simply be equipped with a 2-bit digital control chipfor the relay.

4.  Electrochromic Window Network Interface
Electrochromic window control requires adedicated low-voltage controller that can apply a lowbipolar potential to its window.  The controller mustmonitor current through the window and use this datato determine when the desired transmission value isreached. A satisfactory IBECS interface should beable to set a transmission value and monitor throughthe controller the status of window control. It is alsodesireable for the controller to estimate the currenttransmission value and be able to transmit this datathrough the network.An EC controller and EC window was developedfor the purpose of developing and testing an IBECSinterface. The controller had an analog voltage inputfor transmission control and three binary statusoutputs.  It could not output an estimate of the currentwindow transmission.  Status was outputted for“controller ready”, “transmission request valid”, and“window at desired transmission value”.  The inputvoltage control range was 0 to +1.4 V. The ECwindow measured 26 by 30 cm (10.25x12 in).The IBECS interface used two Dallas integratedcircuits: DS2890, a 100K ohms virtual potentiometerand  DS2406, a two bit digital I/O IC.  The formerdelivered an analog voltage of  0 to +1.4 V to thecontroller, the latter monitored two TTL logic levelinputs and transmitted their state through the network.The controller had three binary outputs, but ratherthan add an additional DS2406, the output “controllerready” and “window at desired transmission value”were combined into an AND output.  When the outputis true, the controller is operating normally and thewindow is at a stable transmission value.  Like themotorized blinds, the controller can be multiplexed tomultiple EC windows.Testing was performed by sending variedtransmission requests to the controller through theIBECS interface while also monitoring the status andindependently determining the transmission. Photo-metric sensors were placed in front of and behind theEC window while a daylight lamp was mounted infront of the window and illuminated it. Transmissionwas calculated from the ratio of illuminance valuesfrom these sensors.  Independent monitoring was alsoperformed of the EC controller operation by measur-ing the controller’s voltage that was applied to thewindow.

Results demonstrated excellent operation of thecontroller through the IBECS network. During thehours of automated operation, no erroneous transmis-sion values were set on the controller.  Status was alsomonitored without error.  Independent measurementsof the control voltage generated by the DS2890showed that it was correct for the command sent.Controller status read through the network alwayscorrelated  properly with the measurement of controlvoltage from the controller.

5.  Discussion
The IBECS concept is compelling because costscan be reduced if control ICs typically residing on asingle device can be implemented upstream insoftware.  This is the case for 0-10 V DC controllableelectronic ballasts, where real-time operations of thedevice are not compromised by the speed of thenetwork.  The ballast controller, which typically groupcontrols numerous ballasts, can be replaced by theIBECS system and software upstream at a higherlevel. With motorized shades and electrochromicwindows, however, the complex details of actuation(“change tilt angle, check, change tilt angle,check…”) are best realized at the device level,downstream of the IBECS network and next to thedevice so as to ensure proper real-time operations.The IBECS concept is still compelling for this class ofdevices.  Global commands can be sent through theIBECS network to actuate individual devices (“go totilt angle 30˚”) and device status can be monitoredover the IBECS network.  Control algorithms thatintegrate window and lighting systems (and theirrespective environmental sensors and actuators) canbe implemented in software at the microLAN level.We briefly touch on the broad topic of commis-sioning, maintenance and diagnostics, which is to beaddressed in later work.  The IBECS network systemprovides  the flexibility to reconfigure the controllayout and grouping of window systems over the lifeof the installation. Each IC has a globally uniqueaddress and is automatically commissioned via the 1-Wire network.  However, like all networked controlsystems including IBECS, the physical location ofeach device (e.g., Building 90-3111, John Doe’soffice) must be input into the EMS to assign devicesto user controllers and to facilitate centralizeddiagnostics and maintenance.  Commissioning ofblind motor control IC settings that relate blind motorcharacteristics to the tilt sensor output and the verticalheight sensor output (when implemented) can be
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conducted via the network.All OEM (large volume) costs were estimated,projected from our purchase price for small quantities.The OEM5 added cost for networking is approxi-mately $3.75 per blind.  This cost will be the same forAC motors.  The OEM added cost for networking andobtaining closed-loop tilt/lift control function isapproximately $22 per blind (not including the cost ofthe blind or blind motor), where a significant percent-age of this cost is due to the tilt sensor.  For ECwindows, the OEM added cost for networking is lessthan $8 per window; e.g., $1 per window with eightmultiplexed EC windows.  The value of the 1-WireMicroLAN depends on its low cost compared to othercontrol solutions.  On the high end, solutions likeEchelon’s LonWorks provides powerful distributedcontrol and I/O capabilities to each device at theestimated cost of $15-30 per device.  On the low end,RS485 provides extremely robust and reliable controland communications capabilities and has been thestandard over the past several decades.  At the devicelevel, however, RS485 requires an IC to implementcontrol and to transmit and receive information.  Forindividual control of fairly simple and relatively cheapdevices like an electronic ballast or sensor (tempera-ture, occupancy, etc.), RS485 is too expensive sincethe device-level IC can overwhelm the cost of thedevice itself. For individual control of more complexand expensive devices such as window systems thatrequire device-level microprocessor-based controlscapable of communicating extensive status anddiagnostic information, RS485 or products likeLonWorks may be more appropriate because theydeliver the computational power at the device.  Theincremental cost reduction provided by 1-Wire alsobecomes a small percentage of the total cost.  Thebenefit of the IBECS concept is therefore dependenton the particulars of the automated window systemdesign.  For non-complex window devices, IBECScan provide a low-cost solution compared to othercontrol solutions.Several key design issues need to be resolved toachieve an acceptable commercial product, but aresomewhat peripheral to this discussion.  The tiltsensor is a prototype sensor.  This sensor does not yetmeet our aesthetic criteria.  It is too big and ismounted directly on one vane of the Venetian blind.The sensor relies on a chip ($5-10 OEM) that atpresent is purchased from a downstream vendor at acost of $160.  We expect the cost to drop to ~$10since the same chip is used for air bags. Othersolutions for determining the angle of tilt were notinvestigated in this scope of work.  Sequentialoperations was also discussed earlier.  If simultaneous

control of multiple shades is desired, the cost for theDC motor power supply will increase.  For ACmotors, simultaneous operation is possible, subject toproper circuit design.  Solutions that accuratelycontrol partial extension of DC motorized blinds(lining up of height between side-by-side blinds) alsoneed to be investigated.  Other practical matters fordynamic shading technologies and EC windows arediscussed by industry, A/Es, and building owners in[10].The solutions described above can be applied toall types of shading systems with some modificationsto the interface between the motor and the shadeladders, tapes, or metal rungs.  Vertically-hung shadestend to have no anchoring on its bottom edge sostepped tilt angle control will cause unacceptablejerky operation unless there is sufficient weight toquickly dampen out motion or the bottom edge isanchored.  For heavier or more resistive slat supportsystems such as tapes or metal rungs, AC motors maybe required to provide sufficient tilting and raising orlowering force (DC motors can be quite powerful butcan be expensive due to the power supply).

6.  Conclusion
By creating a functional specification for anIBECS network interface and testing the prototypes,the ability to construct such an interface was demon-strated and the cost-effective price per point betterunderstood.  Network interfaces were specified for thefollowing devices:

• IBECS-enabled DC motorized Venetian blindswere demonstrated in an open plan.  The systemof three blinds were operated reliably for overtwo years.  The interface enables one to controlthe tilt, raise and lower functions of a motorizedblind via a 1-Wire Dallas Semiconductor/Maxim network from a virtual user LabViewcontrol panel mounted on a PC.
• An IBECS-enabled network interface to an AC-motorized shade was conceptualized.  This designproved to be similar to that of the DC-motornetwork interface with modification needed in thepower modulating, local control circuitry.  Thistype of solution is appropriate to shades that donot require detailed control of the AC motor (e.g.,no tilt, only lift function required).
• An IBECS-enabled network interface to anelectrochromic (EC) window was prototyped andtested.  The interface enabled one to switch theEC window to any state between clear and
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colored with a simple transmission command.The network interface was of similar design tothe DC motor implementation and functionedreliably under a series of bench-scale tests.To conclude, the IBECS concept can be appropri-ate for the dynamic window industry and enables oneto achieve a significant cost reduction in per pointnetworking costs. The solutions described above canbe applied to all types of motorized window shadingsystems with some modifications to the interfacebetween the motor and the shade ladders, tapes, ormetal rungs.  Major shade and component manufac-turers were informed of this research.  Detailedspecifications of the interface are included in thisreport so that manufacturers can pursue developmentof this networking concept if it meets their businessplan.  The LBNL demonstration has been showcasedto numerous visitors over the past years.  FurtherR&D is now in progress to demonstrate the higher-level integrated IBECS package that would includedimmable ballasts, photosensors, occupancy/ environ-mental sensors, automated shades, and switchablewindows.
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Endnotes
1  Technical specifications can be found at http://
pdfserv.maxim-ic.com/arpdf/DS2890.pdf and http://
pdfserv.maxim-ic.com/arpdf/D2450.pdf.  Note the selection
of this company’s hardware to construct the interface does



13

not imply that there are not other companies that have
similar products and capabilities.
2  Recently, the ADXL05 has been replaced with the
improved ADXL105 or ADXL202 IC.  Technical specifica-
tions can be found at http://www.analog.com/.
3  Technical specifications can be found at: http://ec.irf.com/
v6/en/US/adirect/
ir?cmd=catSearchFrame&domSendTo=byID&domProductQueryName=PVG612.

4  For technical specifications, see: http://pro.somfy.com/
pro_eng/mot/mot100.shtml#f_int.

5  Original equipment manufacturer’s (OEM) cost assumes
orders by the thousands.


